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WHAT IS FOG?
Fats, oils and greases (FOG) are a material either liquid or solid, composed primarily of fat, oil
and grease from animal or vegetable sources. Fats are mixtures of various triglycerides with a
small percentage of monoglycerides and diglycerides. Oil is often defined as triglycerides that
are liquid at room temperature. Grease is a general classification for fats, oils, waxes and soaps
that have a negative effect on the wastewater treatment system. Examples of FOG include
kitchen cooking grease, vegetable oil, bacon grease, etc.

WHERE DOES FOG COME FROM?
FOG is generated by everyone who prepares and cooks food. Some of the industries who
generate FOG include meat processors, food packagers, restaurants, food preparation
businesses, cafeterias in schools, churches, prisons and hospitals, and residential
homeowners. Whenever food is cooked in oils there is a need to get rid of the cooking oils and
greases.

HOW DOES FOG CAUSE A PROBLEM?
They are the same chemicals that clog arteries in people. In a wastewater system, the water
flows from the sinks and toilets through pipelines to the wastewater treatment facility. These
pipelines operate just like the arteries of our body, which transport blood and wastes. They too
will become clogged. When pipes become clogged, the water can no longer flow through them
and it will back up into sinks, toilets, and other areas. They can also create sanitary sewer
overflows (SSOs) at pump stations and other areas. These SSO's can result in serious
pollution of our waterways and yards. In addition, EPA and DHEC frown on SSO's and they
can result in municipalities, such as Easley Combined Utilities, being fined. The best way to
prevent these overflows is to keep the FOG out of the sewer system.

WHAT IS EASLEY COMBINED UTILITIES (ECU) DOING ABOUT FOG?
ECU has developed a fats, oil and grease (FOG) program. This program will require all food
service facilities to properly maintain their grease traps and interceptors. A food service facility
is a facility that prepares and/or packages food or beverages for sale or consumption, on and
off site, with the exception of private residences. Food service facilities include, but are not
limited to, food courts, food manufacturers, food packagers, restaurants, grocery stores,
bakeries, lounges, hospitals, hotels, nursing homes, churches, prisons, schools and all other
food service facilities not listed above.
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WHAT CAN I DO ABOUT FOG?
There are a variety of DO's and DON'Ts that you should observe to ensure that the minimum amount of
FOG gets into the wastewater system.

DO

Basis

Scrape excess grease in a container and dispose
of it in the trash or containers specifically
designated for grease.

Grease should not be placed in the wastewater
system. It can clog pipes, interfere with pumps
and create sanitary sewer overflows that can have
a detrimental effect on the environment and public
health.

Place food scraps in waste containers or garbage
bags for disposal with solid wastes, or start a
compost pile; promote the use of scraping ware
prior to washing.

Food does not belong in the wastewater system.
Food adds to the grease content of the water.

Place a wastebasket in the bathroom to dispose of These items cannot be handled by the wastewater
system.
wastes. Disposable diapers, condoms, and
personal hygiene products do not belong in the
sewer system.
. .......J ...
Using the three R's is the best way to be an
Promote the use of the 3 "R's"
I environmentally friendly consumer.
Reduce. Reuse and Recycle.

·- '···--- ..

DO NOT...

Basis

Discharge fats, oil, and grease in concentrations
that will cause an obstruction to the flow in a
sewer, or pass through or interference at a
wastewater treatment facility. FOG from cooking
should not be placed in the kitchen or bathroom
sinks or in the toilet.

Grease can solidify and trap other solid particles to
completely plug the wastewater collection system.
Resulting in back ups and creating sanitary sewer
overflows that can affect the environment and
present serious public health problems.

Discharge grease, improperly shredded garbage,
animal guts or tissues, paunch manure, bones,
hide, hair, fleshings, entrails, or food scraps.

These materials in combination or alone can
cause blockages and other operations and
maintenance problems in the wastewater
collection and treatment system.

Discharge wastewater with temperatures in excess
of 140 ° F to any grease traps. This includes water
from mechanical dishwashers that have a
minimum required temperature of 160° F.

Temperatures in excess of 140° F will dissolve
grease, but the grease can re-congeal and cause
blockages further downstream in the sanitary
sewer collection system as the water cools.

Discharge waste from a food waste disposal unit
to any grease traps.

The food waste will greatly reduce the capacity of
the grease trap for retaining grease and can cause
worse problems with blockages.
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Is grease a problem?
In the sewage collection and treatment business, the answer is an emphatic YES! Grease is
singled out for special attention because of its poor solubility in water and its tendency to
separate from the liquid solution.
Large amounts of oil and grease in the wastewater cause trouble in the collection system pipes.
It decreases pipe capacity and, therefore, requires that piping systems be cleaned more often
and/or some piping to be replaced sooner than otherwise expected. Oil and grease also hamper
effective treatment at the wastewater treatment plant.
Grease in a warm liquid may not appear harmful. But, as the liquid cools, the grease or fat
congeals and causes nauseous mats on the surface of settling tanks, digesters, in the wet
wells of pumping stations, and the interior of pipes and other surfaces which may cause a
shutdown of wastewater treatment units.
Problems caused by wastes from restaurants and other grease-producing establishments
have served as the basis for ordinances and regulations governing the discharge of grease
materials to the sanitary sewer system. This type of waste has forced the requirement of the
installation of preliminary treatment facilities, commonly known as grease traps or
interceptors.
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What is a grease trap or interceptor how does it work?
Typical Grease Interceptor
ACCESS MANHOLES

LIQUID LEVEL

CLEAR SPACE

A trap is a small reservoir built into the wastewater piping a short distance from the grease
producing area. Baffles in the reservoir retain the wastewater long enough for the grease to
congeal and rise to the surface. The grease can then be removed and disposed of properly.
An interceptor is a vault that is located on the exterior of the building. The vault includes a
minimum of two compartments, and flow between each compartment is through a 90° fitting
designed for grease retention. The capacity of the interceptor provides adequate residence time
so that the wastewater has time to cool, allowing any remaining grease not collected by the
traps time to congeal and rise to the surface where it accumulates until the interceptor is
cleaned.

EASLEY
COMBINED
UTILITIES
GREASE MANAGEMENT PROGRAM
Criteria for inspecting grease traps?
All food service establishments will be inspected. The inspector will use the following
criteria to inspect grease traps:
Percent of Trap Filled
25
25 - 50
>50

Trap Condition
· ,� ood
-1
._ _ _____
Fair
Poor

If the trap is in FAIR condition, the establishment shall be advised to monitor the maintenance
schedule. The cleaning frequency may need to be increased. If the trap is in POOR condition,
the establishment should be issued a Notice of Violation (N.O.V.) to have it cleaned
immediately. The establishment should then be required to contact the issuing authority within
30 days to verify that the grease interceptor has been properly cleaned. At a minimum, the
establishment is required to inspect the interceptor monthly and record on ECU's maintenance
log.

Grease Trap and Interceptor Maintenance
The required maintenance frequency for grease interceptors and traps depends greatly on the
amount of FOG a facility generates as well as any best management practices (BMPs) that the
establishment implements to reduce the FOG discharged into its sanitary sewer system. In
many cases, an establishment that implements BMPs will realize financial benefit through a
reduction in their required grease interceptor and trap maintenance frequency.
At a minimum, the establishment is required to inspect the interceptor monthly and record on
ECU's maintenance log. This log, along with any pumping manifests, shall be kept on the
premises and made available to Easley Combined personnel. Each establishment shall
maintain records for a minimum of three years.
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Is my Grease Interceptor of adequate size?
The size of the interceptor depends on different factors. It also depends on a good
maintenance schedule. The following equations should be used to ensure a business has
the appropriate size:
Restaurants:
D x GL x (HR + 2) = size in gallons
D = Seats in dining room
GL = Gallons of wastewater per meal (generally 3 gallons)
HR= Number of hours in operation
Hospitals, Nursing Homes, Other types of Commercial kitchens with varied seating
capacity
M X GL x SC x 2.5= size in gallons
M = Meals per day
GL= Gallons of wastewater per meal (generally 4.5)
SC= Storage capacity factor; minimum 1.7, onsite disposal= 2.5
THE VA LUE CALCULATED SHALL BE ROUNDED UP TO THE NEAREST 500
GALLONS
THE MINIMUM SIZE FOR ALL GREASE INTERCEPTORS SHA LL BE 1,500
GALLONS
GREASE INTERCEPTORS OVER 1,500 GALLONS SHALL BE ACHIEVED BY
INSTALLING TWO INTERCEPTORS IN SERIES. SEE DIAGRAM
Easley Combined Utilities (ECU) will allow the use of mechanical grease interceptors and
in some cases an under the sink trap; these units must be approved before installation to
ensure adequate capacity. ECU utilizes the Sizing Procedure from the Plumbing and
Drainage Institute. A copy of Standard PDI-G 101 is included with this packet as a
reference to size. See Section 8.3 of the Standard.
Although numerous types of equipment are offered by different suppliers, Easley
Combined Utilities does not endorse any in particular, the units listed below have been
utilized by businesses throughout the City and may be a viable option:
- MST Concrete Tanks
- Tindall Concrete Tanks
- Watts WD Under the Sink Grease Trap
- Highland Tank Automatic Grease Interceptors (This unit is typically used in
businesses with a smaller footprint that still requires a larger grease capacity)
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TWO TANK DIAGRAM
TOP OUTSIDE VIEW

Manhole covers must be positioned over inlet and outlet piping for each tank

Water Level

1st Tank - Un baffled - Manhole covers over both inlet and outlet
piping. Inlet pipe is 24" long. Outlet pipe is 15 - 18" off bottom

2nd Tank - Baffled - Manhole covers over both inlet- and outlet piping,
cleanouts over piping in baffle. Inlet pipe is 24".

Outlet pipe on 2nd tank must be 6" vertical, 15 - 18" off bottom
If Interceptor is in a location where it can be driven over, it must be rated for high traffic.
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Customer Information Form Continued
Number of Outdoor Grease lnterceptors:_Volume (gallons): _____
Location of Grease Interceptor: _____________ _ __
(Provide drawing indicating location)
Is pumping contracted? __
Who does pumping and/or hauling? _____________
Name and Address

How often is Interceptor pumped? ________________
(Maintain a copy of the receipt and/or manifest)
When pumped, is Interceptor cleaned completely? __
Where is grease disposed? ___________________
Name and Address

Telephone:
Does the following flow through lnterceptor(s):
1.
2.
3.
4.
Does

Sanitary Waste (restrooms): __
Dishwasher water: -Garbage Disposal:___
Kitchen Sinks: ---Kitchen recycle all available oil products? ___

Recycling Company: ______________
Name and Address ---------------

Telephone:
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Customer Information Form
If your business processes, prepares or handles food or food products, you are required to
operate and maintain a grease interceptor, sometimes referred to as a grease trap. The grease
interceptor must conform to the "Standard Plumbing Codes". The grease interceptor must be of
adequate size to handle the daily average water usage of the business. This will help prevent
excessive discharge of fatty oil and grease to Easley Combined Utilities' (ECU) sanitary sewer
system. Return the completed Customer Information Form to ECU.

Note: Personnelfrom ECU may inspect the grease interceptor at any time to ensure proper
maintenance.
Facility Name:
Facility Address:
Billing Address:

Contact Person: _________Telephone: ________
E-Mail: ________________________
Seating Capacity:_ls facility Fast Food_Low Volume_Medium Volume_High Volume_
Maximum daily hours in operation: ___
Indicate the number of the following present at your facility:
1. Kitchen Hand Sinks:
2. Sinks: Single Compartment:_Double Compartment: __Triple Compartment: __
a. Drain Size -------------------------3. Dishwashers: (<30 gal)_(30-50gaI) __(50-100 gal)__
4. Floor Drains: ___Do drains flow through interceptor __
Are there any indoor inline, under the sink grease interceptors or mechanical interceptors? __
If so, size and cleaning frequency: _______________
Where is indoor Grease Interceptor grease disposed of? _______
Record Indoor Grease Interceptor maintenance on Grease Interceptor Log
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Grease Interceptor Maintenance Log
Pumping Contractor _______________________
Name and Address
Telephone:
Disposal Site:
Name and Address ----------------------Telephone:
Date
Inspected

Date Cleaned

Time
Cleaned

Volume
Pumped,
gallons

Comments

Manager or Asst
Manager
Signature

Keep this record onsite and available for three (3) years. If there is a problem that may cause
the release of oil or grease or if there is a release of oil or grease into the sewer system, contact
ECU immediately. It is required that the grease interceptor(s) be inspected at least once per
month lo ensure proper operation.

Standard PDI-G 101

Revised2017

Testing and Rating Procedure
for
Hydro Mechanical
Grease Interceptors
with
Appendix of Installation
and
Maintenance

THE PLUMBING AND DRAINAGE INSTITUTE
Phone: (800) 589-8956
Web: www.pdionline.org
E-mail: pdi@pdionline.org

FOREWORD
The Plumbing and Drainage Institute is comprised of a group of member organizations, each of which is engaged in the manufacture of
products for the plumbing industry. The basic aim of PDI is to contribute its combined talents and resources to the forther advancement of
plumbing engineering and the plumbing industry. This standard is dedicated to those goals.
For over a hundred years, grease interceptors have been used in plumbing waste water systems to permit free flow of drainage from sinks
and similar equipment and to prevent grease accumulations from clogging connecting piping and sewer lines. In 1883, one Nathaniel T.
Whiting of California applied for a patent on a grease trap, which was issued in October of 1884. Whiting's design principle was not unlike
that of present day grease interceptors.
For the following fifty years, there were no coordinated efforts to standardize ratings or to establish performance requirements for grease
interceptors. Ratings were determined by each manufacturer for its interceptors which were produced in a variety of sizes and types in effort
to meet engineer's specifications and satisfy code requirements.
In late 1940 and early 1941, prior to the United States' entry into World War II, grease interceptors were specified for Am1y posts to meet
specifications of the Construction Division, Office of the Quartermaster General. These specifications called for interceptors which proved
inadequate; thus it immediately became apparent that a comprehensive engineering and testing program was required in order to properly
rate grease interceptors. Apart from prevention of sewage systems clogging, properly rated and sized grease interceptors were essential to
the recovery of oils and grease so badly needed for the war effort. As a result, a series of conferences involving the Research Committee of
the Plumbing and Drainage Manufacturer's Association (now Plumbing and Drainage Institute), representatives of the Quartennaster
General, Surgeon General, Anny Corps of Engineers, and others were held to develop a testing program to establish flow rates and grease
holding capacity for uniform rating of grease interceptors manufactured at that time. The program that emerged from these conferences
included exhaustive laboratory testing of each grease interceptor at the Iowa Institute of Hydraulic Research at the State University. This
phase ofthe program was covered in a comprehensive report issued in August of 1945.
Using the guidelines established in Iowa, the Research Committee continued the testing program at The United States Testing Company,
Inc., which culminated with the first issue ofthis standard in 1949 and certification of applicable grease interceptors.
Since its publication, Standard PDI-GI0 I has been widely recognized; it is referenced in most plumbing codes and it is included as the basic
testing and rating requirement of Military Specification MIL-T-1836 I.
Grease interceptors specified by engineers are deemed to be acceptable products when they meet the requirements of this standard.
Historically there have been two types of Grease Interceptors. The first type (covered by PDI G101) is normally installed inside a building.
They are compact in size because grease separation occurs continuously due to several simultaneous actions; a hydraulic flow action, air
entrainment and the difference in specific gravity between water and FOG (fats, oils and grease). 'Ibis type is now recognized as Hydro
Mechanical Grease Interceptors. The second type of grease interceptor must be large (usually installed outside underground) because it
requires an extended time for grease separation (30 minutes or more). The separation is simply due to the specific gravity difference
between FOG (fats, oils, and grease) and water. This type is now recognized as Gravity Grease Interceptors. Standard GIOI performance
testing has always applied to only grease interceptors now known as Hydro Mechanical Grease interceptors.
Standard PDI-GIOI has been updated several times over the years. Now, with this reprint, the standard has been expanded to include larger
capacity grease interceptors, in excess of 100 GPM. 111e appendix covers valuable installation and maintenance data which the Institute
feels will be helpfill to the industry. The standard now includes guidance for sizing grease interceptors when the final details of a build out
are not kno\\11. This sizing criteria is based on the maximum tlow that specific drain line sizes can carry. This sizing method is also
applicable where changes of occupancy are anticipated.
The Plumbing and Drainage Institute currently maintains a grease interceptor testing, rating and certification facility, for interceptors falling
within the scope of this standard.
Manufacturers interested in having interceptors tested, rated, and certified in conformance with Standard PDI-G\01 may obtain the details
by contacting the Executive Director ofthe Institute at PDI@ PDIONLINE .ORG
TI1is Standard is not intended to be limiting in any way, but rather is intended to provide a uniform measure of performance by Grease
Interceptors. The use of this Standard is voluntary and the issuance or existence of this Standard does not in any respect prevent or restrict
any member or non-member of The Plumbing and Drainage Institute from manufacturing or supplying products that do not meet the
perfom1ancc criteria contained in the Standard. The data in this publication are based on information believed to be reliable and are offered
in good faith but without guarantee. The Plumbing and Drainage Institute and its member companies assume no responsibility or liability
for the use of this Standard. No warranty, express or implied, is made of the information contained in this Standard by The Plumbing and
Drainage Institute or by any of its member companies.
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Standard PDI-Gtot- Testing and Rating Procedure for Grease Interceptors

SCOPE AND PURPOSE
1.1

Purpose

Realizing the serious need of a standard procedure for the testing and rating of grease intercepting
equipment the Plumbing and Drainage Institute authorized its Research Committee to take the
necessary steps to develop such a set of standards. This project would include the design and
construction of the testing equipment, preliminary research and testing, the development of a
certification test procedure and the development ofa standard method ofrating the flow capacities and
grease retention capacities ofgrease interceptors.
1.2

Scope

The scope ofPDI is to provide a reasonable sizing method expressed as GPM flow, capacity retention
in pounds (lbs) and test protocol for sizing and testing the grease interceptor to known proven test
requirements. The PDI certified grease interceptors are designed for grease laden waste only. No
fixtures that carry sanitary waste are to drain into a grease interceptor.

BASIC TEST METHOD
2.1

The Plumbing and Drainage Institute Standard Testing Procedure for Grease Interceptors is designed
to simulate an actual plumbing installation in which the interceptor is subjected to severe operational
conditions.

2.2

The test is based on the use of a variable capacity double compaitment sink installed on a floor level
which is ten (10) feet (3.04m) above the bottom of the interceptor. The sink is connected to the
interceptor by means of two (2) inch (50mm) waste piping. A vented flow control or equal device is
installed at the top of the waste riser between the sink and the interceptor. The effluent from the
interceptor discharges into a skimming tank, the top of which is located below the outlet of the
interceptor. Complete details on the design of the testing equipment and its installation, and the test
procedure are outlined hereinafter.
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CONSTRUCTION OF TEST EQUIPMENT
3.1

3.2

Test Sinks

The sink used in the tests for 4 GPM/50 GPM sizes shall have the following inside dimensions: eight
(8) feet(2.43m) in length; two (2) feet(0.60m) in width; twelve and one-half(l2 ½) inches(0.32m) in
depth and shall be divided into two(2) equal length compartments. Multiple 50 GPM sinks or a single
100 GPM sink are allowed for flows above 50 GPM. An individual sink for 75 GPM/100 GPM size
shall have the following dimensions: one hundred twenty eight(128) inches(3.2m) in length; thirty six
(36) inches(0.91m) in width; twelve and one-half (12 ½) inches(0.32m) in depth and shall be divided
into two(2) equal compartments. The sink shall be constructed of stainless steel sheet metal. The sink
shall have steel angle rim, reinforcement, and legs. The legs shall be of proper length so that the rim of
the sink will be three(3) feet(0.9 lm) above the floor. The sink legs shall be braced with steel angles or
flat bars.

3.1.1

Sink Waste Connections

3.1.2

Water Level Gauges

3.1.3

Movable Sink Partitions

Each sink compartment for the 4 GPM/50 GPM size is to be fitted with a one and one-half
(I½) inch(38mm) standard sink waste connection and the 75 GPM/100 GPM size shall be
two (2) inch (50mm), with flange, threaded or slip joint tailpiece and locknut. The waste
connections are to be located on opposite sides of the center partition in the corner formed
by the side of the sink and the center partition.
Each compartment shall be equipped with a gauge connection and a water level gauge with
gauge glass. Each gauge connection shall be fitted into the bottom of a sink compaiiment
and in close proximity to the waste outlet. Each gauge shall be mounted on the outside of
the sink, adjacent to its respective gauge connection, and shall extend diagonally upward
from the bottom center to the top outside corners. These gauges shall be calibrated to read
directly the number of inches of water in the sink compartments above the sink waste
flange.

Each compartment of the sink shall be fitted with a movable partition, making it possible to
regulate the size of the compartment to any desired capacity.

Skimming Tank

The skimming tank is to be rectangular in shape, open at the top and equipped with a stationary baffle
located approximately four (4) feet(1.21m) from the end of the tank receiving the discharge from the
interceptor. This baffle shall extend the width of the tank and to within four(4) inches(100mm) of the
bottom of the tank. The purpose of this baffle is to limit the heavy spread of grease to one end of the
tank and to control to a degree the turbulent water currents created by the flow from the interceptor.
The dimensions of the tank shall be approximately twelve (12) feet (3.65m) in length, thitiy six (36)
inches (0.91m) in width, and twenty eight (28) inches (0.71m) minimum in depth. The tank shall be
constructed of stainless steel sheet metal with steel angle rim and reinforcement. The waste outlet from
the tank is to be four (4) inches(100mm) in diameter, connected to the bottom of the tank at one end
and trapped to retain approximately eighteen (18) inches (0.45m) of water in the tank. The tank is also
provided with a four(4) inch(I00mm) bottom drain to permit draining and cleaning.

Note: Detailed drawings of the testing equipment are available from the PDI office.
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INSTALLATION OF TESTING EQUIPMENT
4.1

Sink Location

4.2

Interceptor Location

4.3

Skimming Tank Location

4.4

Installation of Waste Piping
Sink Connections
4.4.1

The sink is to be located on an upper floor with the sink rim three (3) feet (0.91 m) above that floor
level.

The grease interceptor shall be so located that its bottom is ten (10) feet (3.04m) below the floor level
upon which the sink is located. The interceptor shall be equipped with a water-tight and airtight cover.
During the test there shall be no signs of leakage from the cover as supplied by the manufacturer.
Note for Grease removal devices (GRD) the grease removal function shall be disabled.
The skimming tank shall be located low enough, with respect to the interceptor, for the discharge
piping from the interceptor to clear the tank rim by not less than three (3) inches (76mm).

The sink outlet waste connection from each sink compartment is to be one and one-half
(I½) inches (38mm) in size for 4 GPM to 50 GPM interceptor sizes and two (2) inch
(50mm) diameter for 75 GPM/100 GPM. Each connection shall be fitted with a quick
opening valve.
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4.4.2

Combined Horizontal Waste Piping

4.4.3

Vented Flow Control Device

4.4.4

Vertical Waste Riser

4.4.5

Interceptor Discharge Connection

4.4.6

Interceptor Inlet Connections

The combined horizontal waste piping into which the sink outlets connect shall be two (2)
inches (50mm) in size, installed with the center line eleven (11) inches (0.27m) below the
bottom of the sink and properly hung and braced from the sink reinforcement and suppo1ts.
This waste pipe shall be fitted to the inlet of a vented flow control or equal device. Note:
the horizontal waste piping for the 75 GPM/100 GPM sink shall be three (3) inches
(76.2mm).
The flow control device shall be equipped with the proper size orifice to provide the
proposed flow rate of the subject interceptor, based on the simultaneous drainage of both
sink compartments as detailed hereinafter. The vent from the flow control shall extend
above the flood rim of the sink.

The vertical waste riser shall be connected to the outlet of the flow control device and shall
extend downward to connect to the interceptor inlet by means of an elbow and a short
horizontal nipple. The size of the riser pipe and elbow shall be two (2) inches (50mm) for
testing 4 GPM to 50 GPM and three (3) inches (76.2mm) for 75 GPM/100 GPM interceptor
size testing.
The discharge pipe from the interceptor outlet to the skimming tank shall be equal to the
outlet connection of the interceptor with a minimum pitch of one-eighth ( 1/8) inch per foot
( Lem per m) and shall be provided with a two (2) inch (50mm) vent properly located to
prevent siphoning of the interceptor.
If the inlet diameter of the interceptor to be tested exceeds the riser pipe diameter size, use
reducing couplings to permit connections of the inlet and discharge pipes.

Standard PDI-GlOl-Testing and Rating Procedure for Grease Interceptors

Movable Partition

Flow Control

Air Intake

Flow Control

36" (.91 M)

Device

Level
Gauge

10' (3.04 M)

Skimming

Grease
Interceptor

Tank _____.

L Tank Was,te
Outlet

Figurel
Note: Detailed drawings of the testing equipment arc available from the POI office.
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PRELIMINARY TEST PROCEDURES
5.1

Media Analysis
Before conducting certification tests on any interceptor, simple analysis of the test media are to be
made to determine the following characteristics:

5.2

(a)

Water-Hydrogen ion concentration (pH value from 6.0 to 8.0).

(b)

Lard-Specific gravity,
at one hundred and fifty (150) degrees Fahrenheit (65.5°C) of0.875 ± 0.005
-Viscosity in Seconds Saybolt Universal (SSU), at one hundred and fifty (150) degrees
Fahrenheit (65.5° C).

Establishing Sink Compartment Capacity
The size of each test compartment shall be established by means of the movable partitions so that the
gross capacity of each compatiment in gallons will be equal to one and two-tenths (1.2) times the
proposed flow rate in gallons per minute (GPM) of the interceptor to be tested. The gross sink capacity
mentioned above is to be calculated on the basis of twelve (12) inches (0.3m) above the sink outlet
flange.

5.3

Establishing Volume of Incremental Discharge
The volume ofwater to be discharged f rom each sink compatiment during each test increment shall be
based on ten (10) inches (0.25m) of water above the sink outlet flange. On this basis the incremental
discharge in gallons per compatiment will be equal to the proposed gallons per minute (GPM) flow
rate ofthe interceptor being tested.

5.4

Computation of Flow Rate
The flow rate from the sink shall be computed by timing the rate of drainage of the first nine and one
half ( 9½) inches (0.24m) of water from the sink compartment, measured from the ten ( I 0) inch
(0.25m) mark to the datum line one-half(½) inch (13mm) above the sink outlet flange.
5.4.1

Check Flow Rate Tests
After the sink compaiiment capac1t1es have been established, the sink waste ptpmg
connected to the interceptor with the flow control or equivalent device properly sized and
installed, and the interceptor discharge pipe properly vented and extended to the skimming
tank, a series ofcheck flow rate tests are to be made. Three (3) tests are to be made for each
of the following four (4) conditions: (During test groups (a) and (b) the waste outlet from
the adjacent compartment shall be closed off.)
Drain, gauge and compute the flow rate from compartment# I separately.
(a)
(b)
Drain, gauge and compute the flow rate from compartment#2 separately.
Flow rates determined in (a) and (b) are only for purposes of checking against actual flow
rates oftest increments.
Drain compartments #1 and #2 simultaneously and gauge and compute the flow
(c)
rate on the basis ofthe time required to drain compartment#1.
Drain compaiiments #1 and #2 simultaneously and gauge and compute the flow
(d)
rate on the basis ofthe time required to drain compartment#2.

8

Standard PDI-GIOl- Testing and Rating Procedure for Grease Interceptors

5.4.2

Calibrated Drainage Flow Rates
The average of the three (3) tests for each of groups (c) and (d) above shall be considered as
the calibrated drainage flow rate for that group provided no one of the tests varies by more
than five (5) percent from the other two in the same group. If such variation occurs, the test
showing the discrepancy shall be discarded and additional check tests shall be made until
three (3) tests meeting the above condition are obtained. The average of the calibrated
drainage flow rates for simultaneous discharge, as determined in Sections 5.4.1 (c), 5.4.1
(d), and 5.4.2 must be equal to or exceed by not more than five (5) percent the proposed
flow rate of the interceptor being tested.
If the average flow rate so determined is less than the proposed flow rate of the interceptor,
the flow control orifice is to be enlarged and the check flow rate tests rerun and the
calibrated drainage flow rates again computed until flow rates within the required limits are
obtained.
If the average of the calibrated drainage flow rates exceeds the proposed flow rate of the
interceptor by more than five (5). percent, the flow control orifice shall be reduced in size
and the above tests shall be repeated until an average flow rate is obtained which falls
within the five (5) percent limit stipulated above.

9
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SKIMMING PROCEDURE
The skimming procedure is to be initiated approximately five(5) minutes after the increment to be skimmed has
discharged into the tank. A sheet metal hand baffle, slightly shorter than the width of the skimming tank and
approximately one (I) foot(0.30m) in width is employed to push all surfaced grease to one corner of the tank
from which the layer of grease is readily skimmed by means of a rectangular pan. The mixture of water and
grease thus removed is placed in a separatory funnel with a drainage spigot. All grease is squeegeed from the
baffle and pan. This process is continued until most of the visible grease has been removed from the surface of
the water in the skim tank.
6.1

At this point, while the hand baffle previously used is allowed to cool, a second hand baffle is employed
in the following manner. The first inch (25mm) of the baffle plate is immersed at one end of the
skimming tank and the baffle moved toward the opposite end, as before, to concentrate the thin film of
surfaced grease. The baffle is moved slow enough to prevent turbulence from drawing the accumulating
grease below the baffle, and fast enough so that minimum grease will pass through the clearance space
between the baffle and the tank walls. Upon reaching a point about two (2) inches (50mm) from the end
of the tank, the baffle motion is slowed and, at the same time, the baffle is lowered to bring the cooler
surface in contact with the trapped grease. These motions are so regulated as to have the baffle
submerged to within an inch (25mm) of its top by the time it reaches the end of the last two (2) inches
(50mm) of horizontal travel. The baffle is then removed from the water and moved grease side up, to the
pail where the adhering grease is squeegeed off and added to the previous contents. By now, the first
baffle has cooled, and the above procedure is repeated using it. The baffles are used alternately until the
amount of grease collected is negligible.

6.2

Upon completion of the above skimming procedures, the water is drained from the separatory funnel by
means of the spigot. The grease will be allowed to cool and any remaining water removed and then be
weighed. When additional de-watering is deemed necessary the grease will be heated and placed in the
separatory funnel again. The grease will be allowed to cool and any remaining water removed then be
weighed. If additional de-watering is necessary the following steps can be employed.
6.2.1

6.3

10

The grease is permitted to solidify. The solidified contents are then scraped and kneaded with
a small putty knife and the water thus worked from the mixture is poured off. If the quantity
of water thus removed is greater than several drops, the heating and solidification process is
repeated. When only a few drops of water are removed in this manner, the mixture is assumed
to be completely dewatered and weights are taken for computation purposes.

Weighing is done on a gram balance and weights are taken to the nearest one-half(½) gram(0.0011 lb.).
Tare weights of the pre-weighed cans are subtracted from the total weight and the correct weight entered
as data.
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CERTIFICATION TEST PROCEDURE
After all preliminary data and tests have been established as previously outlined, the ce1tification tests shall be
conducted as follows and all test data is to be recorded on PDI Grease Interceptor Rating Test Form #1.
7.0 Test Form# 1 Page 1
STANDARD PDI-G101 GREASE INTERCEPTOR RATING TEST FORM #1
Interceptor ID Manufacturer:
Model Number:
.....Flow Control Data.....
..Sink Capacity and Flow Rate..
....Lard Data....
""'
Snee. Gravitv:
Capacitv No. 1
Orifice Size:
�
Caoacitv No. 2
Viscositv:
_.,.
Seoarate No. 1
_,.,
Separate No. 2
_.,.
SimJtaneous 1

Test

Report No.:

�esting Lab Information....
Test lab:

Test Date:

Test Technician:

Notes:
1.

- ...

Sinlitaneous 2

No.

Page 1 of 2
I GPM Size:

Clear

Seronds.

Rae:GPM

.......*INCREMENTAL ........
(droJ-skim)/drop x 100 = efficiency
hMded lb.Skimmed hRsained Efljdalcy

Drainage gauged on clear
compartment.

2. The "amount retained" is a
calculation of "Added" minus
"Skimmed."

........*ACCUMULATED *'*'*'*'
(drop-skim)/drop x 100 = efficiencv
hMded lb.Skimmed hRsained EfficiEJlcy

3. All weights taken after dewatering by Separatory
funnel and chilling.
Summary and Results based on
testing per Section 7.7 "rated
capacity." The total grease
skimmed was taken at the
thirteenth increment
1) Total Skimmed
2) Total Retained
3) Total Added
Elf.= (line 3 -line1)/line 3X100
Efficiency %=

Summary and Results based on
the testing per Section 7.6
"maximum grease capacity."
Break down
Increment No.
1) Total Skimmed
2) Total Retained
3) Total Added
Elf.= (line 3 -line1)/line 3 X100
Efficiency%=
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Test Form #1 Page 2

.
_
Manufacturer______________ Model Number __________GPM Size________
Test Report Number_ __ _____
Drawing and Dimensions of unit tested
Drawing is a cross-section in a plane perpendicular to the cover passing through the inlet and outlet ports with all internal
components in place.
Length, width, and height are noted

The unit as described above was tested in accordance to PDI Standard G-101 and has conformed with or exceeded all test
requirements for certification.

Test Technician
(Print name)

(Signature/electronic signature)

this _____day of _________, 20__
PDI Form #1 Page 2 of 2
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7.1

Test Media
Certification tests shall be conducted with fresh, unused Swift & Company Prime Steam Lard or equal
and water, both within a temperature range offrom one hundred-fifty (150) to one hundred-sixty (160)
degrees Fahrenheit (65.5 ° to 71 ° C).

7.2

Ratio of Lard to Water
All compartments of the test sink shall be supplied with the required volume of water (Sec. 5.2 and
5.3) at the temperature stipulated in 7.1. The test lard shall be introduced into one compartment ofeach
sink, during each incremental discharge, in the ratio ofone (1) pound (0.45kg) oflard for each five (5)
gallons (19L) ofwater in that compartment. Consequently, the proportion oflard to the total amount of
water discharged from all sink compartments during each increment will be one (1) pound (0.45kg) for
each ten (I 0) gallons (39L). The required amount oftest lard, within the above temperature range, shall
be weighed out and poured into the test compmtment ofthe sink.

7.3

Test Increments

Each test increment shall consist of the simultaneous discharge of the water from all sink
compartments and the lard from the test compartment.

7.3.1

During the first test increment the lard shall be poured into the No. I compartment (that
compartment having its discharge outlet closest to the interceptor, measured along the waste
pipe) and the No. 2 compartment shall discharge clear water. During the second test increment
the lard shall be poured into the No. 2 compartment while the water in No. I compartment
remains clear. This procedure ofintroducing the lard into alternate sink compattments shall be
continued throughout the test. When multiple sinks are used, there are multiple No. I
compartments and multiple No. 2 compartments. The lard shall always be introduced in the
sink compartments at the ratio specified in section 7.2.

7.4

Flow Rates

7.5

Efficiency Determinations

7.6

Efficiency Determinations (Maximum Grease Capacity)

The drainage period for each increment is to be gauged and timed on the basis of the flow from the
compa1tment containing the clear water. The flow rate from the sink is to be computed and recorded
for each increment.

At the option of the manufacturer the efficiency determination shall be conducted at either the
interceptors Rated Grease Capacity per Table I with a twelve and one-half(l2.5) percent safety factor
(see section 7.7) or at the interceptors Maximum Grease Capacity by determining the break down point
(see section 7.6).

The grease shall be removed from the skimming tank and the efficiency of the interceptor shall be
computed at intervals offive (5) increments or less until the average efficiency reaches approximately
ninety-three (93) percent and/or the incremental efficiency reaches approximately eighty-five (85)
percent. After this point has been reached, efficiency checks shall be made after each incremental
discharge. The formula for determining the above efficiency shall be as follows:
Efficiency =

7.6.1

13

Duration of the Test

Grease Added - Grease Skimmed
Grease added

The above test procedure is to be continued until the average efficiency reaches eighty-five
(85) percent or less, and/or the incremental efficiency reaches seventy-five (75) percent or
less.
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7.6.2

Determination of Test Breakdown Point

The test failure, or breakdown point of the interceptor, shall be established at the increment
preceding two (2) successive increments in which either the average efficiency is less than
ninety {90) percent or the incremental efficiency is less than eighty (80) percent. The
formula for determining the above efficiency shall be as follows:
Efficiency=

7.7

Grease Added - Grease Skimmed
Grease added

Efficiency Determinations (Rated Grease Capacity)

The grease shall be removed from the skimming tank and the efficiency of the interceptor shall be
computed at the (13) thirteenth increment. This provides at least a twelve and one-half (12.5) percent
safety factor on the ratio of the rated grease retention capacity to flow rate, as indicated in the
following Table I.

The formula for determining the above efficiency shall be as follows:
Efficiency =

Grease Added - Grease Skimmed
Grease added

7.8

Requirements for Certification and Factor of Safety

7.9

Certification Capacities

To receive certification in accordance with the Plumbing and Drainage Institute Standard Testing
Procedure for Grease Interceptors, the interceptor shall conform with or exceed the following
requirements:
a) Have an average efficiency of ninety (90) percent or more (See Section 7.6. or 7.7) at the rated
grease retention capacity to flow rate, as indicated in Table I
b) Have an incremental efficiency of eighty (80) percent or more. (See Section 7.6.2)
c) Have a minimum grease capacity per Table I, having retained not less than two and one-quarter
(2¼) pounds (I kg) of grease for each one (I) gallon per minute (GPM) (3.8 L/min ) average
flow rate as determined during the test. Retained grease is total grease added less total grease
skimmed. (This provides at least a twelve and one-half {12.5) percent safety factor on the ratio
of the rated grease retention capacity to flow rate, as indicated in the following Table I.)
Standard cettification flow rate and grease retention capac1t1es for grease interceptors tested m
accordance with the above procedure shall conform to the following:

7
7

TABLE 1
10 15 20
10 15 20

25
25

35
35

50
50

75
75

100
100

PDI Size Symbol
Flow Rate GPM

2
2

L/min
Grease Capacity
Pounds

7.6
4

8

14

20

30

70

100

150

200

Kg

1.8

3.6

6.4

9.1

13.6 18.1 22.7 31.8

45.4

68.0

90.7

4
4

15.1 26.5 37.9 56.8 75.7 94.6 132.5 189.3 283.9 378.5
40

50

Note: When testing interceptors in excess of 100 GPM the POI size shall be the Rated flow and the
grease capacity shall be twice the flow rate in pounds of grease.

4
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7.10 Interceptors exceeding SO GPM
Testing shall be in accordance with section 7, with the following modifications to allow for the large
flow rates:
a) For flows of75 to 100 GPM either a single 100 GPM sink or two 50 GPM sinks in parallel.
b) Additional sinks as specified in section 3.1 shall be added as required to meet the flow capacity
of the interceptor being tested.
c) For flows above 100 GPM the skimming tank, section 3.2 shall be enlarged volumetrically
equal to the added sink dimensions, maintaining the same dimensional aspects currently
describing the skim tank.
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SIZING FOR GREASE INTERCEPTORS
Realizing the need for uniform sizing, installation and maintenance data for Plumbing and Drainage Institute
certified grease interceptors conforming to the testing and rating procedures outlined in Standard PDI-G 10 I, it
was deemed advisable to cover this information. The recommendations for sizing, installation and maintenance
of grease interceptors contained herein are based on experience of the Industry.
8.0

8.2

Sizing Considerations
8.1.1

A grease interceptor conforming to Standard PDI-O101 is designed and certified to operate
efficiently at its maximum flow rate in GPM. and retain a minimum of twice its rated GPM in
lbs of grease The larger the interceptor the higher the flow rate it will handle efficiently with a
greater quantity of grease retained before cleaning is required.

8.1.2

Fixture drainage period in combination with the service required and the quantity of waste
water involved, establishes the rate of flow through the grease interceptor. Flow rate is
therefore the primary gauge; and flow rate establishes interceptor size or capacity.

8.1.3

The link between flow rate and installation to produce satisfactory grease interceptor
operation is a Flow Control Fitting. A correctly sized grease interceptor will not regulate the
flow of water discharged from the fixture it is serving. Therefore, to ensure that the flow rate
does not exceed the grease interceptor's rated capacity, a Flow Control Fitting is required. The
Flow Control Fitting is essential for protection against overloading the grease interceptor
which could othe1wise occur from sudden surges from the fixture. The Flow Control Fitting
will control the flow of waste water at all times, enabling the interceptor to operate at its
certified capacity.

Size Symbols

It has been determined tlu·ough the testing and rating procedure that different sized grease interceptors
are required for various installations. These sizes are based on certification standard flow rates and
grease retention capacity ratings for grease interceptors. Table I lists the PDI size symbol for each of
the standard rated grease interceptors.
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8.3

Sizing Procedure
8.3.1

Sizing Method Based on Pipe Diameter Size and Slope

When the final configuration of fixtures in a facility is not known or to allow for additional
fixtures in the future, this method shall be used or to size the interceptor for the maximum
flow that the drain line from the facility can carry.
Pipe
Size
(inches)

Full Pipe Flow
@¼slope

Inte.rcepto.r size
1 minute cl.rain

Interceptor size
2 minute cl.rain

2"

19.44 gpm

20gpm

10gpm

3"

58.67 gpm.

75gpm

35gpm

4"

125.77 gpm

-

75gpm

8.3.2

Procedure for Sizing Grease Interceptors

Table 8.3.2 is provided to show the standard formula in steps for sizing grease interceptors to
suit requirements of specific fixtures. An example of this sizing formula application is
included to illustrate the steps.
Table 8.3.2
Procedure for Sizing Grease Interceptors
Steps
1
2

Fo.rmula
Determine cubic content of fixture.
Multiply length x width x depth.
Determine capacity in gallons.
1 gal. = 231 cubic inches.

Example
A sink 48" long by 24" wide by 12"
deep. Cubic content
48 x 24 x 12 = 13,824 cubic inches.
Content in gallons.

13,824
231

= 59.8 gallons

3

Actual d.rainage load
Determine actual drainage load. The
fixture is normally filled to about 75%
of capacity with water. The items being .75X 59.8 = 44.9 gallons.
washed displace about 25% of the
fixtu.re content, thus actual d.rainage
load = 75% of fixtu.re capacity.

4

Determine flow rate and d.rainage
period. In general, good practice
dictates a one (1) minute d.rainage
period: however, whe.re conditions
permit, a two (2) minute d.rainage
period is acceptable. Drainage period is
the actual time required to completely
drain the fixtu.re.
Flow Rate

5

= Actual Drainage Load

Calculate flow rate
for one (1) minute period:

44.9
1

= 44.9 GPl\'1 Flow Rate

for two (2) minute pe.riod:

44.9 = 22.5 GPM Flow Rate
2

Drainage Period
Select Interceptor.
Select Intercepto.r.
From Table 1 select Interceptor which Fo.r one (1) minute period corresponds to the flow rate calculated. 44.9 GPM requires PDI size 50.
Note: Select next larger size when Flow For two (2) minute period 22.5 GPM requires PDI size 25.
Rate falls between two sizes listed.
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8.3.3

Sizing by known compartment sizing

Table 8.3.3 is included as a selection chart for standard PDI Certified grease interceptors
applicable to various size fixtures commonly used in domestic, commercial and
institutional installations. The selections listed are based on the sizing formula covered in
Table 8.3.2 by GPM.
Table 8.3.3
Selection Chart (Metric Equivalents Omitted for Simplicity)

Fixture Compartment Size (inches)
18 X 12 X 6
16 X 14 X 8
20 X 18 X 8
18 X 16 X 8
20 X 18 X 8
30 X 20 X 8
24 X 20 X 12
22 X 20 X 8
22 X 20 X 12
24 X 24 X 12
22 X 20 X 12
24 X 24 X 12

8.4

Recommended PD!
Size Grease
Interceptor
Drainage 1-minute 2-minute
Number of
Drainage Drainage
Load
Compa rtments
period
period
(Gallons)
1
1
1
2
2
1
1
2
2
2
4
4

4.2
5.8
9.4
15.0
18.7
15.6
18.7
22.9
34.3
44.9
68.6
89.8

7
7
10

15
20
20
20
25
35
50
75
100

4
4
7
10
10
10
10

15
20
25
35
50

Dishwashers

A separate grease interceptor is recommended for each commercial dishwasher. The size of the
interceptor is determined by the GPM discharge rate of the dishwasher as specified by the
manufacturer. Select proper interceptor of equivalent or next higher rate from Table 8.3.2.
8.5

Multiple Fixtures

Where multiple fixtures are served by a single Interceptor calculate the interceptor size per section
8.3.1 or, calculate the capacity of each fixture and total the fixture capacities up, or establish the total
capacity of the maximum number of fixtures that may be drained simultaneously. Then using the GPM
capacity calculated proceed with sizing of the interceptor to the nearest PDI size, larger than the
calculated capacity based on a one minute or two minute drain down time.
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GREASE INTERCEPTOR CERTIFICATE AND
CERTIFICATION SEAL
9.1

Certificate
A certificate is issued by the Plumbing and Drainage Institute upon successful completion of standard
PDI-G 10 I tests for each interceptor tested.
�IMAM

>

•-•-•

:>}(?'

VI

>
GREASE INTERCEPTOR CERTIFICATE

>

>
>

This is to certif y th:it a p roduction Gruse lntuceptor, Model No.
wnnufllctured by. or for -���--���------· which conforms to the drawings and
dimensions illustuted htreio, has betu tBted by;
{NJ.mt oflcdrptn.du.r Tt�rins Ubontory)

(Sbut. City. Sutt :u:.d Zip Cod,)

>
>

:u of this dau io accordaoce with lhe tesriug p,.-ocedure ut.iblished by the Plumbing and Dnioage
lastitute, in P.D.I. S1audud POI G-101, which includes a vented inlet now cootrol, aud b;H qualified
for Certificmtioo at ..10 B\'Ullgt flow n.te of-,,....,.--- gallons per minute aod _ -___ pouods
., or wore and
gruse retention ca pacity rating, while maiot aioiog an a\"erage efficienc y of 90,o
iocreweou.1 efficiency of so,o or mort, which 3re the acceptable le\·eh in rnch Standard. UoiB with
au autow3tic gruu removal device 3re ttsled with it iooperali\'e.

>

The remits of ttslS conducled ou thi'!i nnif are appli:c:able to tbi5 unit only. Use of this data 1od/or
reference to the P lumbiu i 11ud Drainage Institute or the 11bO\'e nau1ed laborator y in connection with
purported ce-rtifiution by any other we:ans than testing to the appliuble sl:aodard without the consent
of lhe Plumbing aud Dr:ain:age Io�tilute will constitute l'I breach of the releuut cutification Mark
License A ireenleot with lbe Plumbin g and Draiu�ge Institute.

>
>
>

�

?

� ?
?

(Drawing, dimensions and description )
Drawing crou.section in a plane pe-rpeudicular to the cone p assing through the inlet and outlet porB
with al l iuterual compooeuts in pl:ace. Length, width, ind height ate noted.

Narue_______________
Title______ __________

--------------

T etDate

Test No. ______________

<O 2015

I
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.
.
.

9.2 PDI Certification Seal

Grease interceptors which are presented by the manufacturer to PDI as being dimensionally identical
below the static water line to the unit tested and certified as detailed herein and are certified as such,
and approved by the Institute, may bear the Institute's Certification Seal as exemplified below,
provided such manufacturer also executes the lnstitute's current Standard Ce1iification Mark License
Agreement.

9.2.1

Use of Mark

It is a condition of use that the Mark shall not be used without the indication that it is a
certification mark, that the Mark whenever used will be displayed distinctively, apart from
other printed matter, and used in conjunction with the statutory notice of registration®

9.2.2

Marking

The PDI nameplate shall be permanently marked with the manufacturers name, model
number, the flow rate in GPM per Table 1 and the minimum grease retention capacity in lbs
per Table 1 or the actual retained grease at breakdown (see section 7 .6.2.) The interceptor
shall have the inlet and outlet identified.

MANUFACTURER
MODEL NO.
FLOW RATE
G,P,M,
INLET SIZE
GREASE INTERCEPTOR COMPLIES WITH P,D.I. STD.
G-1O1 WHEN INSTALLED WITH AN EXTERNAL
VENTED INLET FLOW CONTROL.

P.D.I. CERTIFICATION IS NOT A GUARANTEE
OF PRODUCT NOR DOES IT ANTICIPATE
CONDITIONS APART FROM THOSE IN PDI-GlOI
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Installation
10.1 Installation Considerations
10.1.1

Install interceptor as close as practical to fixture or fixtures being served, PDI recommends not
to exceed twenty-five (25) feet (7.62m) (horizontal run). The interceptor may be set on the floor,
partially recessed in the floor, with top flush with the floor, or fully recessed below tne floor to
suit piping and structural conditions.

10.1.2

Anticipate sufficient clearance for removal of interceptor cover for cleaning.

10.1.3

Avoid installation wherein long runs of pipe (exceeding twenty-five (25) feet (7.62m)
(horizontal run) are necessary to reach interceptor. This precaution will preclude the possibility
of pipeline becoming clogged with congealed grease that will collect before reaching the grease
interceptor.

10.1.4

Do not install grease interceptor in waste line from garbage grinder. Garbage grinder waste shall
bypass interceptor. Rapid accumulation of solid matter will greatly reduce grease interceptor
efficiency preventing operation in compliance with rated capacity.

10.2 Vented Flow Control

10.3

10.2.1

The flow control fitting furnished with PDI certified interceptors must be installed prior to the
grease interceptor in the waste line beyond the last connection from the fixture and as close as
possible to the underside of lowest fixture. When waste of two or more sinks or fixtures are
combined to be served by one interceptor, a single flow control fitting should be used. If the
drain line drops ten (IO) feet (3.04m) or more to the interceptor, check with the manufacturer to
see if an additional flow control is needed due to built up head pressures.

10.2.2

Air intake for flow control shall terminate six (6) inches (0.15m) above the flood rim of the sink,
terminate in a return bend at the same height and on outside of building, or be re-vented into the
vent system of the building per local plumbing codes. (See A l .5) When fixture is individually
trapped and back vented, air intake may intersect vent stack. All installation recommendations
shall be subject to approval of code authority.

Venting
Grease interceptors shall have a vented waste .on the outlet side, sized
requirements for venting traps to retain water seal and prevent siphoning.

10.4

111

accordance with code

Multiple Fixture Installation
One interceptor to serve multiple fixtures is recommended only where fixtures are located close
together. In such installations, each fixture should be individually trapped and back vented.
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10.5

Malls, Arena's and Food Courts

Malls and Arena's with multiple food service establishments or food comts have some unique FOG
collection problems. The preferred solution to protect the public sewer system is to have each FOG
producing establishment with its own separate connection to the public sewer system. Each food
establishment can then be held responsible for its FOG discharge. There are however situations where
the discharge from multiple food service establishments are combined prior to the final connection to
the public sewer system. This type of drainage system is commonly found in malls and arenas and
other complexes with food comts. Often the complex is responsible for the final discharge to the
public sewer system so they are required to have a grease interceptor to accept all these combined
drainage lines before the connection to the sewer system. This central collection point just prior to the
connection to the public sewer system is monitored and maintained by the complex management
company and protects the public sewer system. There are two problems associated with this type of
system. The first problem is that the drainage system in the complex and to the distant grease
interceptor is susceptible to FOG blockages. The second problem is that it is difficult to hold each
food establishment to proper FOG handling practices. Poor FOG handling practices in one
establishment can result in shutting down a complete food court and sewer over flows in the building.
All food service establishments in the common drain lines should be using "Best Management
Practices" for their FOG handling but accountability is difficult if not impossible in this case. The
solution is individual Hydro Mechanical grease interceptors at each food service establishment. The
maintenance of each of these interceptors can be the responsibility of each food service establishment
or the facility management company. The addition of individual interceptors will insure accountability
and reinforce the need for "Best Management Practices" at each food service establishment"
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APPENDIX
Al.S Installation Diagrams
Figures Al.5.1 through Al.5.14 are included to illustrate various grease interceptor installations
normally encountered in domestic, commercial and institutional systems. These figures will serve as a
guide to practical application of grease interceptors.
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Multi-Story Installation
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Figure Al.5.10- Interceptor Serving Sink
protected from waste with Floor drain
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A2.

Maintenance
A2.1

General Considerations
To obtain optimum operating efficiency of a properly sized and installed PDI certified
grease interceptor, a regular schedule of maintenance shall be adhered to. All PDI ce1iified
grease interceptors are furnished with manufacturer's operating and maintenance
instructions, which shall be followed to insure efficient satisfactory operation.

A2.2

Cleaning
All grease interceptors must be cleaned regularly. The frequency of grease removal is
dependent upon the capacity of the interceptor and the quantity of grease in the waste
water. Grease removal intervals may therefore vary from once a week to once in several
weeks. When the grease removal interval has been determined for a specific installation,
regular cleaning at that interval is necessary to maintain the rated efficiency of the
interceptor. During cleaning the grease interceptor shall be completely evacuated to remove
both accumulated grease and waste material (solids) from the bottom. After the
accumulated grease and waste material has been removed, the interceptor should be
thoroughly checked to make ce1iain that inlet, outlet and air relief po1is are clear of
obstructions.

A2.3

Disposition of Intercepted Materials
Grease and other waste matter that has been removed from the interceptor should not be
introduced into any drain, sewer, or natural body of water. This waste matter should be
placed in proper containers for disposal. Where recovery of grease is desired, it can be
handled in a manner suitable to the authorities.
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